NOTE:  A 1/4 INCH VENT PLUG IS LOCATED IN THE FILTER HOUSING.

NOTES:
1. TSH - TEMPERATURE SWITCH HIGH.
2. PER NFPA THE SYSTEM WILL REQUIRE A SOURCE VALVE (SUPPLIED BY OTHERS).

LEGEND

TIM = TEMPERATURE SWITCH

AIR VENT = AIR VENT

BALL VALVE = BALL VALVE

TEMP. SWITCH = TEMP. SWITCH

VACUUM SWITCH = VACUUM SWITCH

VACUUM GAGE = VACUUM GAGE

VACUUM TANK = VACUUM TANK

VAC. PUMP #1

VAC. PUMP #2

VAC. PUMP #3

FLEX LINE = FLEX LINE

VALVE = VALVE

1/4" DRAIN = 1/4" DRAIN

NOTE: VACUUM GAGE 0-30HG.
NOTE: A 1/4 INCH VENT PLUG IS LOCATED IN THE FILTER HOUSING.